CALSENSE MODEL SSE-R STEEL ENCLOSURE. INSTALL PER MANUFACTURER’S RECOMMENDATIONS.

CONTROLLER

CONTROLLER POWER SUPPLY W/ DISCONNECT

#8 AWG GROUNDING WIRE CONNECTED TO GROUND LUG

CONDUIT

120V. JUNCTION BOX

MOUNTING BOLTS (INCLUDED W/ ENCLOSURE)

PVC CONDUIT FOR LOW VOLTAGE VALUE WIRES

3/4” ELECTRICAL CONDUIT FOR 120V LINE SWEEP AS SHOWN. ALL 120V WIRE TO BE IN CONDUIT INSIDE CONTROLLER.

6”X26”X26” CONCRETE PAD MOUNTING BASE USE CALSENSEStencil.

FINISH GRADE

6”Typ

4”

5/8” X 10’ Cu GROUND

CONTROLLER ENCLOSURE

NTS