FINISHED GRADE

DEPTH OF COVER AS SPECIFIED IN 0209.0310

OR AS SHOWN ON CONSTRUCTION PLANS
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TRENCH WIDTH
MEASURED AT
TOP OF PIPE
SEE NOTE 1
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TRENCH WIDTH MEASURED AT THE TOP OF THE PIPE SHALL BE 18" FOR 4" AND 6"
MAINS AND 24" FOR 8" MAINS. TRENCH WIDTH FOR 12" AND LARGER SHALL BE
0.D. + 18" MIN,, 0.D. + 24" MAX, OR PER OSHA REQUIREMENTS.

BEDDING MATERIAL SHALL BE ACTUAL TRENCH WIDTH (BANK TO BANK)

PAVEMENT PATCHING SHALL CONFORM WITH THE REQUIREMENTS OF THE PIMA ASSOCIATION

— METALLIC DETECTABLE TAPE SEE STD. SPECIFICATION 0210.
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i MIN. 4" FOR PIPES 12" OR SMALLER
MIN. 6” FOR PIPES LARGER THAN 12"

STANDARD DETAIL
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TRENCH BACKFILL
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