




NOTE: 

POSTS SHAll NOT BE Pl.ACED 
IN FRONT OF NOZZLES. 

FU PIPE WITH 
CONCRETE AND 
MOUND AT TOP. 

CONCRETE FOR 
FOUNDATION SHAl.l 
BE 2500 P.S.I. 
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POSTS MAY BE CHANGED IN 
NUMBER AND ARRANGEMENT 
IN ORDER TO ACCOMMOD.\TE 
SITE CONDmONs WHEN SHOWN 
ON lHE APPROVED Pl.ANS 
OR APPROVED BY lHE 
ENGINEER. 
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SLOPE CONCRETE 
AWAY FROM POL.£. 
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Fl RE HYDRANT 

PROTECTION POSTS 

STANDARD DETAIL 

FIRE HYDRANT 

INSTALLATION 

POST BARRICADES 

4• SCHEDULE 40 srm PIPE. 
PAINT WITH ONE COAT 
INDUSTRIAL SYNTHETIC 
PRIMER AND ONE COAT 
INDUSTRIAL SYNTHETIC OULl 
BLACK ENAMEL STRIPE 
WITH 4• BANDS OF 
YELLOW REFlfCTORIZED TAPE. 
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