
Tucson Water Distribution System
Inorganic Water Quality

February 2012

Sample 
Point

Sample 
Date WQZ

Hardness
mg/L as 
CaCO3

TDS
mg/L

Sodium
mg/L

pH
units

SP-001 9-Feb-12 1 484 8.1
SP-005 9-Feb-12 1 483 8.1
SP-030 9-Feb-12 1 465 8.1
SP-035 7-Feb-12 1 470 8.1
SP-140 14-Feb-12 1 525 7.6
SP-145 7-Feb-12 1 186 467 56 8.0
SP-150 21-Feb-12 1 502 8.1
SP-155 8-Feb-12 1 227 486 65 8.0
SP-233 9-Feb-12 1 239 511 73 7.9
SP-235 14-Feb-12 1 488 8.1
SP-238 14-Feb-12 1 627 7.4
SP-010 9-Feb-12 2 231 484 66 8.0
SP-015 9-Feb-12 2 234 479 67 8.1
SP-020 7-Feb-12 2 473 8.0
SP-040 9-Feb-12 2 485 8.0
SP-050 13-Feb-12 2 481 8.0
SP-055 13-Feb-12 2 228 471 66 8.0
SP-060 7-Feb-12 2 226 472 65 8.0
SP-065 7-Feb-12 2 471 8.0
SP-070 7-Feb-12 2 467 8.0
SP-075 13-Feb-12 2 470 8.0
SP-085 6-Feb-12 2 471 8.0
SP-100 14-Feb-12 2 471 8.0
SP-110 14-Feb-12 2 477 8.1
SP-170 14-Feb-12 2 220 456 65 8.0
SP-255 15-Feb-12 2 482 8.2
SP-260 15-Feb-12 2 481 8.3
SP-262 28-Feb-12 2 234 499 65 8.1
SP-265 13-Feb-12 2 482 8.1
SP-270 6-Feb-12 2 479 8.1
SP-275 28-Feb-12 2 497 8.1
SP-280 13-Feb-12 2 491 8.1
SP-285 6-Feb-12 2 225 488 64 8.0
SP-290 15-Feb-12 2 235 484 67 8.3
SP-295 28-Feb-12 2 495 8.0
SP-300 6-Feb-12 2 486 8.0
SP-305 28-Feb-12 2 500 8.1
SP-355 6-Feb-12 2 229 488 65 8.1
SP-105 21-Feb-12 3 245 502 69 8.1
SP-115 21-Feb-12 3 499 8.1
SP-120 6-Feb-12 3 465 8.0
SP-160 21-Feb-12 3 248 501 69 8.1
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SP-162 7-Feb-12 3 477 8.0
SP-165 21-Feb-12 3 500 8.1
SP-175 8-Feb-12 3 481 8.0
SP-180 8-Feb-12 3 476 8.0
SP-185 21-Feb-12 3 500 8.1
SP-190 7-Feb-12 3 472 7.9
SP-200 8-Feb-12 3 220 477 64 8.0
SP-205 21-Feb-12 3 246 502 69 8.1
SP-210 9-Feb-12 3 238 487 67 8.1
SP-215 8-Feb-12 3 484 7.9
SP-220 21-Feb-12 3 502 8.1
SP-225 15-Feb-12 3 479 7.7
SP-230 8-Feb-12 3 488 8.0
SP-240 21-Feb-12 3 501 8.1
SP-245 9-Feb-12 3 484 8.1
SP-250 14-Feb-12 3 239 486 67 8.1
SP-755 15-Feb-12 3 214 442 65 8.0
SP-760 21-Feb-12 3 246 501 68 8.1
SP-765 21-Feb-12 3 499 8.1
SP-770 7-Feb-12 3 472 8.0
SP-775 8-Feb-12 3 447 7.9
SP-780 8-Feb-12 3 170 449 53 7.9
SP-790 7-Feb-12 3 231 480 65 7.9
SP-795 21-Feb-12 3 500 8.1
SP-800 21-Feb-12 3 501 8.1
SP-805 8-Feb-12 3 448 7.8
SP-810 7-Feb-12 3 463 7.9
SP-825 7-Feb-12 3 233 488 65 8.0
SP-830 21-Feb-12 3 246 497 68 8.1
SP-850 1-Feb-12 3 215 476 63 8.0
SP-125 14-Feb-12 4 234 437 67 8.0
SP-130 8-Feb-12 4 231 493 66 8.1
SP-135 7-Feb-12 4 232 493 65 8.1
SP-311 13-Feb-12 4 237 490 66 8.1
SP-325 15-Feb-12 4 486 8.3
SP-330 15-Feb-12 4 239 485 67 8.3
SP-335 14-Feb-12 4 479 8.1
SP-340 28-Feb-12 4 240 479 67 8.0
SP-345 28-Feb-12 4 490 8.0
SP-704 1-Feb-12 4 483 8.1
SP-708 1-Feb-12 4 477 8.1
SP-866 8-Feb-12 4 496 8.1
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SP-870 7-Feb-12 4 494 8.1
SP-872 14-Feb-12 4 479 8.0
SP-874 6-Feb-12 4 220 486 63 8.1
SP-876 6-Feb-12 4 486 8.1
SP-878 8-Feb-12 4 493 8.1
SP-882 14-Feb-12 4 236 483 67 8.1
SP-884 22-Feb-12 4 495 8.1
SP-886 7-Feb-12 4 496 8.0
SP-888 22-Feb-12 4 239 497 67 8.1
SP-890 14-Feb-12 4 479 7.9
SP-894 1-Feb-12 4 222 484 64 8.0
SP-896 1-Feb-12 4 484 8.1
SP-898 1-Feb-12 4 487 8.0
SP-315 13-Feb-12 5 490 8.1
SP-320 28-Feb-12 5 242 495 68 8.0
SP-385 28-Feb-12 5 502 8.0
SP-390 15-Feb-12 5 488 8.2
SP-395 28-Feb-12 5 484 8.1
SP-400 15-Feb-12 5 239 483 68 8.2
SP-405 1-Feb-12 5 484 8.1
SP-535 15-Feb-12 5 236 488 67 8.3
SP-540 15-Feb-12 5 485 8.3
SP-545 6-Feb-12 5 479 8.1
SP-550 13-Feb-12 5 480 8.1
SP-555 28-Feb-12 5 244 495 68 8.1
SP-560 15-Feb-12 5 485 8.4
SP-602 16-Feb-12 5 172 8.2
SP-604 22-Feb-12 5 230 470 66 8.1
SP-605 16-Feb-12 5 479 8.2
SP-608 22-Feb-12 5 460 8.1
SP-610 22-Feb-12 5 486 8.2
SP-612 16-Feb-12 5 466 8.2
SP-618 13-Feb-12 5 458 8.2
SP-622 21-Feb-12 5 493 8.0
SP-623 1-Feb-12 5 219 485 63 8.0
SP-624 29-Feb-12 5 504 8.1
SP-627 29-Feb-12 5 499 8.1
SP-706 28-Feb-12 5 497 7.8
SP-712 1-Feb-12 5 216 477 61 8.1
SP-714 15-Feb-12 5 486 8.3
SP-716 16-Feb-12 5 221 459 63 8.3
SP-718 16-Feb-12 5 449 8.3
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SP-722 22-Feb-12 5 497 8.1
SP-724 8-Feb-12 5 498 8.0
SP-726 1-Feb-12 5 474 8.1
SP-728 22-Feb-12 5 497 8.1
SP-746 22-Feb-12 5 239 497 67 8.1
SP-880 1-Feb-12 5 208 485 60 8.1
SP-900 16-Feb-12 5 229 490 64 8.2
SP-360 6-Feb-12 6 481 8.1
SP-375 15-Feb-12 6 488 8.3
SP-380 13-Feb-12 6 235 488 67 8.1
SP-415 15-Feb-12 6 239 491 67 8.3
SP-435 28-Feb-12 6 495 8.1
SP-565 1-Feb-12 6 482 8.0
SP-570 6-Feb-12 6 489 8.1
SP-580 28-Feb-12 6 491 8.0
SP-585 16-Feb-12 6 460 7.9
SP-590 13-Feb-12 6 482 8.1
SP-595 16-Feb-12 6 225 265 63 7.9
SP-614 21-Feb-12 6 241 493 68 8.1
SP-615 13-Feb-12 6 234 481 67 8.1
SP-620 29-Feb-12 6 240 492 66 8.1
SP-625 21-Feb-12 6 492 8.2
SP-630 29-Feb-12 6 496 8.1
SP-635 13-Feb-12 6 483 8.1
SP-640 13-Feb-12 6 483 8.1
SP-645 16-Feb-12 6 478 8.2
SP-650 13-Feb-12 6 232 482 66 8.2
SP-655 29-Feb-12 6 482 8.1
SP-690 29-Feb-12 6 244 490 68 8.1
SP-695 21-Feb-12 6 483 8.1
SP-700 16-Feb-12 6 218 478 62 8.3
SP-701 29-Feb-12 6 486 8.1
SP-705 21-Feb-12 6 492 8.1
SP-710 16-Feb-12 6 479 8.3
SP-715 1-Feb-12 6 482 8.0
SP-365 1-Feb-12 7 223 483 63 8.2
SP-370 15-Feb-12 7 543 8.5
SP-420 6-Feb-12 7 221 477 63 8.2
SP-425 28-Feb-12 7 207 421 58 8.2
SP-430 6-Feb-12 7 479 8.2
SP-505 28-Feb-12 7 500 8.1
SP-510 15-Feb-12 7 458 8.2
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SP-515 6-Feb-12 7 474 8.2
SP-520 21-Feb-12 7 478 8.2
SP-525 8-Feb-12 7 194 410 54 8.1
SP-575 21-Feb-12 7 476 8.2
SP-660 1-Feb-12 7 216 474 61 8.1
SP-665 21-Feb-12 7 196 395 55 8.1
SP-670 21-Feb-12 7 368 8.1
SP-675 1-Feb-12 7 371 8.0
SP-680 21-Feb-12 7 144 260 31 7.9
SP-685 21-Feb-12 7 392 8.1
SP-720 29-Feb-12 7 485 8.1
SP-725 1-Feb-12 7 469 8.1
SP-727 21-Feb-12 7 237 482 67 8.1
SP-730 1-Feb-12 7 216 465 61 8.0
SP-731 16-Feb-12 7 479 8.3
SP-732 29-Feb-12 7 488 8.1
SP-733 16-Feb-12 7 479 8.3
SP-734 21-Feb-12 7 431 8.1
SP-736 21-Feb-12 7 395 8.2
SP-738 16-Feb-12 7 469 8.2
SP-740 8-Feb-12 7 422 8.0
SP-742 8-Feb-12 7 116 196 19 7.9
SP-267 29-Feb-12 8 282 451 44 7.6
SP-277 29-Feb-12 8 455 7.7
SP-410 29-Feb-12 8 255 8.0
SP-628 16-Feb-12 8 233 497 66 7.8
SP-908 7-Feb-12 8 221 495 63 8.0
SP-910 7-Feb-12 8 494 8.1
SP-912 29-Feb-12 8 502 7.8
SP-914 7-Feb-12 8 500 8.0
SP-916 7-Feb-12 8 291 520 60 7.7
SP-918 6-Feb-12 8 502 7.8
SP-920 6-Feb-12 8 226 488 63 8.0
SP-922 7-Feb-12 8 496 8.0
SP-924 6-Feb-12 8 499 7.7
SP-926 7-Feb-12 8 511 7.7
SP-928 6-Feb-12 8 499 7.8
SP-930 6-Feb-12 8 252 502 58 7.8
SP-932 6-Feb-12 8 498 7.8
SP-936 8-Feb-12 8 498 7.9
SP-950 22-Feb-12 8 500 7.8
SP-952 22-Feb-12 8 499 7.8
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SP-974 8-Feb-12 8 504 7.7
SP-820 7-Feb-12 9 195 476 62 8.1
SP-835 1-Feb-12 9 483 8.0
SP-840 22-Feb-12 9 497 8.1
SP-845 1-Feb-12 9 486 8.0
SP-852 7-Feb-12 9 495 8.1
SP-854 21-Feb-12 9 416 8.0
SP-856 22-Feb-12 9 497 8.1
SP-858 1-Feb-12 9 486 8.0
SP-860 6-Feb-12 9 490 8.0
SP-862 7-Feb-12 9 493 7.7
SP-863 1-Feb-12 9 484 8.0
SP-892 7-Feb-12 9 237 493 66 8.1
SP-902 7-Feb-12 9 494 8.1
SP-904 1-Feb-12 9 486 8.0
SP-906 29-Feb-12 9 245 500 68 8.0
SP-940 1-Feb-12 9 376 7.8
SP-942 6-Feb-12 9 341 7.9
SP-944 1-Feb-12 9 155 375 51 7.8
SP-946 6-Feb-12 9 226 491 64 8.1
SP-948 22-Feb-12 9 242 499 67 8.1
SP-954 7-Feb-12 9 493 8.1
SP-956 7-Feb-12 9 113 365 44 7.8
SP-958 22-Feb-12 9 124 320 54 7.9
SP-938 22-Feb-12 10 362 7.9
SP-960 1-Feb-12 10 400 7.8
SP-962 1-Feb-12 10 379 7.7
SP-964 6-Feb-12 10 81 247 48 8.0
SP-966 1-Feb-12 10 143 362 50 7.8
SP-972 6-Feb-12 10 281 8.0
SP-978 6-Feb-12 10 491 8.1
SP-980 8-Feb-12 10 146 336 50 7.9
SP-982 6-Feb-12 10 267 8.1
SP-984 1-Feb-12 10 377 7.9
SP-986 1-Feb-12 10 154 375 51 8.0
SP-988 6-Feb-12 10 182 412 58 8.1


