
Microbiological Water Quality
November 2007
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SP-001 26-Nov-07 1 0.74 24 NEG NEG
SP-005 26-Nov-07 1 1.02 25 NEG NEG
SP-030 26-Nov-07 1 0.88 25 NEG NEG
SP-035 14-Nov-07 1 1.07 26 NEG NEG
SP-140 19-Nov-07 1 0.46 23 NEG NEG
SP-145 14-Nov-07 1 0.79 26 NEG NEG
SP-150 6-Nov-07 1 1.15 24 NEG NEG
SP-155 20-Nov-07 1 0.84 24 NEG NEG
SP-233 26-Nov-07 1 0.77 25 NEG NEG
SP-235 19-Nov-07 1 0.99 25 NEG NEG
SP-238 19-Nov-07 1 0.9 26 NEG NEG
SP-010 26-Nov-07 2 0.99 25 NEG NEG
SP-015 26-Nov-07 2 1.01 27 NEG NEG
SP-020 14-Nov-07 2 1.06 28 NEG NEG
SP-040 26-Nov-07 2 0.98 27 NEG NEG
SP-050 5-Nov-07 2 1.06 28 NEG NEG
SP-055 5-Nov-07 2 1.08 29 NEG NEG
SP-060 14-Nov-07 2 1.07 28 NEG NEG
SP-065 14-Nov-07 2 0.97 28 NEG NEG
SP-070 14-Nov-07 2 1.05 28 NEG NEG
SP-075 5-Nov-07 2 1.01 29 NEG NEG
SP-085 28-Nov-07 2 1.11 27 NEG NEG
SP-100 19-Nov-07 2 0.79 25 NEG NEG
SP-110 19-Nov-07 2 0.84 27 NEG NEG
SP-170 19-Nov-07 2 0.96 28 NEG NEG
SP-255 19-Nov-07 2 1.03 26 NEG NEG
SP-260 19-Nov-07 2 0.87 25 NEG NEG
SP-262 7-Nov-07 2 0.98 26 NEG NEG
SP-265 5-Nov-07 2 1.01 28 NEG NEG
SP-270 28-Nov-07 2 0.95 26 NEG NEG
SP-275 7-Nov-07 2 0.98 29 NEG NEG
SP-280 5-Nov-07 2 1.05 29 NEG NEG
SP-285 28-Nov-07 2 1.09 28 NEG NEG
SP-290 19-Nov-07 2 0.95 26 NEG NEG
SP-295 7-Nov-07 2 1.01 29 NEG NEG
SP-300 28-Nov-07 2 1.11 26 NEG NEG
SP-305 7-Nov-07 2 0.96 27 NEG NEG
SP-355 28-Nov-07 2 1.04 27 NEG NEG
SP-105 6-Nov-07 3 1.04 28 NEG NEG
SP-115 6-Nov-07 3 0.97 28 NEG NEG



Microbiological Water Quality
November 2007

Sample 
Point

Sample 
Date WQZ

Free 
Chlorine

——
mg/L

Temperature
——

Degrees 
Celsius

Total 
Coliform 
Bacteria

——
Negative/ 
Positive

E. coli 
Bacteria

——
Negative/ 
Positive

SP-120 28-Nov-07 3 1.18 23 NEG NEG
SP-160 6-Nov-07 3 0.85 22 NEG NEG
SP-162 14-Nov-07 3 0.88 25 NEG NEG
SP-165 6-Nov-07 3 1.01 27 NEG NEG
SP-175 20-Nov-07 3 1.02 27 NEG NEG
SP-180 20-Nov-07 3 1.08 26 NEG NEG
SP-185 6-Nov-07 3 1.06 28 NEG NEG
SP-190 14-Nov-07 3 1.05 27 NEG NEG
SP-200 20-Nov-07 3 1.08 27 NEG NEG
SP-205 6-Nov-07 3 0.53 27 NEG NEG
SP-210 26-Nov-07 3 0.86 28 NEG NEG
SP-215 20-Nov-07 3 1.02 27 NEG NEG
SP-220 6-Nov-07 3 1.06 28 NEG NEG
SP-225 19-Nov-07 3 0.95 27 NEG NEG
SP-230 20-Nov-07 3 1.01 26 NEG NEG
SP-240 6-Nov-07 3 0.98 27 NEG NEG
SP-245 26-Nov-07 3 0.92 26 NEG NEG
SP-250 19-Nov-07 3 0.95 28 NEG NEG
SP-755 19-Nov-07 3 0.92 27 NEG NEG
SP-760 6-Nov-07 3 0.93 28 NEG NEG
SP-765 6-Nov-07 3 0.89 27 NEG NEG
SP-770 14-Nov-07 3 0.96 26 NEG NEG
SP-775 20-Nov-07 3 1.19 26 NEG NEG
SP-780 20-Nov-07 3 1.02 25 NEG NEG
SP-790 14-Nov-07 3 0.91 26 NEG NEG
SP-795 6-Nov-07 3 1.06 28 NEG NEG
SP-800 6-Nov-07 3 1.01 26 NEG NEG
SP-805 20-Nov-07 3 1.02 27 NEG NEG
SP-810 27-Nov-07 3 0.95 25 NEG NEG
SP-825 14-Nov-07 3 0.97 25 NEG NEG
SP-830 6-Nov-07 3 0.85 25 NEG NEG
SP-850 1-Nov-07 3 0.98 28 NEG NEG
SP-125 19-Nov-07 4 0.93 26 NEG NEG
SP-130 20-Nov-07 4 1.06 27 NEG NEG
SP-135 14-Nov-07 4 0.83 26 NEG NEG
SP-311 5-Nov-07 4 1.01 29 NEG NEG
SP-325 19-Nov-07 4 1.06 27 NEG NEG
SP-330 19-Nov-07 4 0.98 25 NEG NEG
SP-335 19-Nov-07 4 0.97 27 NEG NEG
SP-340 7-Nov-07 4 0.91 28 NEG NEG
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SP-345 7-Nov-07 4 0.93 27 NEG NEG
SP-704 26-Nov-07 4 0.95 26 NEG NEG
SP-708 26-Nov-07 4 0.97 27 NEG NEG
SP-866 20-Nov-07 4 1.08 27 NEG NEG
SP-870 14-Nov-07 4 0.99 28 NEG NEG
SP-872 19-Nov-07 4 0.93 27 NEG NEG
SP-874 28-Nov-07 4 1.67 25 NEG NEG
SP-876 28-Nov-07 4 1.69 24 NEG NEG
SP-878 20-Nov-07 4 1.05 28 NEG NEG
SP-882 19-Nov-07 4 0.98 27 NEG NEG
SP-884 20-Nov-07 4 0.98 27 NEG NEG
SP-886 14-Nov-07 4 1 28 NEG NEG
SP-888 20-Nov-07 4 0.92 28 NEG NEG
SP-890 19-Nov-07 4 0.91 26 NEG NEG
SP-894 26-Nov-07 4 0.98 26 NEG NEG
SP-896 26-Nov-07 4 1.02 23 NEG NEG
SP-898 1-Nov-07 4 1.04 29 NEG NEG
SP-315 5-Nov-07 5 1.03 28 NEG NEG
SP-320 7-Nov-07 5 0.94 30 NEG NEG
SP-385 7-Nov-07 5 0.99 29 NEG NEG
SP-390 19-Nov-07 5 1.07 28 NEG NEG
SP-395 7-Nov-07 5 0.73 27 NEG NEG
SP-400 19-Nov-07 5 0.99 27 NEG NEG
SP-405 1-Nov-07 5 0.97 27 NEG NEG
SP-535 19-Nov-07 5 1.01 27 NEG NEG
SP-540 19-Nov-07 5 1 26 NEG NEG
SP-545 28-Nov-07 5 0.85 25 NEG NEG
SP-550 5-Nov-07 5 0.92 27 NEG NEG
SP-555 7-Nov-07 5 0.95 26 NEG NEG
SP-560 19-Nov-07 5 0.98 24 NEG NEG
SP-602 28-Nov-07 5 0.99 23 NEG NEG
SP-604 20-Nov-07 5 0.9 26 NEG NEG
SP-605 28-Nov-07 5 0.87 26 NEG NEG
SP-608 20-Nov-07 5 0.9 27 NEG NEG
SP-610 20-Nov-07 5 0.95 26 NEG NEG
SP-612 28-Nov-07 5 1.04 26 NEG NEG
SP-618 5-Nov-07 5 1.04 26 NEG NEG
SP-622 27-Nov-07 5 0.98 24 NEG NEG
SP-623 1-Nov-07 5 1.03 29 NEG NEG
SP-624 7-Nov-07 5 0.87 28 NEG NEG
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SP-627 7-Nov-07 5 0.94 27 NEG NEG
SP-706 7-Nov-07 5 0.95 27 NEG NEG
SP-712 26-Nov-07 5 0.91 25 NEG NEG
SP-716 28-Nov-07 5 0.78 24 NEG NEG
SP-718 28-Nov-07 5 1.01 25 NEG NEG
SP-722 20-Nov-07 5 0.96 28 NEG NEG
SP-724 20-Nov-07 5 0.94 26 NEG NEG
SP-726 26-Nov-07 5 0.96 26 NEG NEG
SP-728 20-Nov-07 5 0.91 27 NEG NEG
SP-746 20-Nov-07 5 0.84 26 NEG NEG
SP-880 26-Nov-07 5 0.97 26 NEG NEG
SP-900 28-Nov-07 5 1.04 25 NEG NEG
SP-360 28-Nov-07 6 1.02 27 NEG NEG
SP-375 19-Nov-07 6 1.02 26 NEG NEG
SP-380 5-Nov-07 6 0.72 28 NEG NEG
SP-415 19-Nov-07 6 1 27 NEG NEG
SP-435 7-Nov-07 6 0.95 29 NEG NEG
SP-565 1-Nov-07 6 0.9 29 NEG NEG
SP-570 28-Nov-07 6 0.8 24 NEG NEG
SP-580 7-Nov-07 6 0.84 28 NEG NEG
SP-585 28-Nov-07 6 0.9 26 NEG NEG
SP-590 5-Nov-07 6 0.97 27 NEG NEG
SP-595 28-Nov-07 6 0.87 25 NEG NEG
SP-614 27-Nov-07 6 0.79 24 NEG NEG
SP-615 5-Nov-07 6 0.87 27 NEG NEG
SP-620 7-Nov-07 6 0.94 28 NEG NEG
SP-625 27-Nov-07 6 0.81 21 NEG NEG
SP-630 7-Nov-07 6 0.97 28 NEG NEG
SP-635 5-Nov-07 6 0.87 27 NEG NEG
SP-640 5-Nov-07 6 0.94 28 NEG NEG
SP-645 28-Nov-07 6 0.92 26 NEG NEG
SP-650 5-Nov-07 6 0.94 26 NEG NEG
SP-655 7-Nov-07 6 1.03 27 NEG NEG
SP-690 7-Nov-07 6 0.99 28 NEG NEG
SP-695 27-Nov-07 6 1.03 24 NEG NEG
SP-700 28-Nov-07 6 0.96 25 NEG NEG
SP-701 7-Nov-07 6 1.09 27 NEG NEG
SP-705 27-Nov-07 6 0.93 25 NEG NEG
SP-710 28-Nov-07 6 0.96 25 NEG NEG
SP-715 1-Nov-07 6 0.93 27 NEG NEG
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SP-365 1-Nov-07 7 0.92 29 NEG NEG
SP-370 19-Nov-07 7 1.02 26 NEG NEG
SP-420 28-Nov-07 7 0.94 26 NEG NEG
SP-425 7-Nov-07 7 0.93 28 NEG NEG
SP-430 28-Nov-07 7 0.95 26 NEG NEG
SP-505 7-Nov-07 7 0.96 28 NEG NEG
SP-510 19-Nov-07 7 1.07 25 NEG NEG
SP-515 28-Nov-07 7 0.86 25 NEG NEG
SP-520 27-Nov-07 7 0.9 23 NEG NEG
SP-525 6-Nov-07 7 0.97 26 NEG NEG
SP-575 27-Nov-07 7 0.84 25 NEG NEG
SP-660 1-Nov-07 7 1.11 27 NEG NEG
SP-665 27-Nov-07 7 0.81 25 NEG NEG
SP-670 27-Nov-07 7 0.96 24 NEG NEG
SP-675 1-Nov-07 7 1.08 27 NEG NEG
SP-680 27-Nov-07 7 0.96 24 NEG NEG
SP-685 27-Nov-07 7 0.96 23 NEG NEG
SP-720 7-Nov-07 7 1.03 28 NEG NEG
SP-725 1-Nov-07 7 1.1 27 NEG NEG
SP-727 27-Nov-07 7 0.86 23 NEG NEG
SP-730 1-Nov-07 7 1.07 27 NEG NEG
SP-731 28-Nov-07 7 0.93 25 NEG NEG
SP-732 7-Nov-07 7 1.06 28 NEG NEG
SP-733 28-Nov-07 7 1.02 26 NEG NEG
SP-734 27-Nov-07 7 1 25 NEG NEG
SP-736 27-Nov-07 7 1.01 25 NEG NEG
SP-738 28-Nov-07 7 0.92 25 NEG NEG
SP-740 6-Nov-07 7 1.04 27 NEG NEG
SP-742 6-Nov-07 7 1.03 27 NEG NEG
SP-267 7-Nov-07 8 1.14 26 NEG NEG
SP-277 7-Nov-07 8 1.13 26 NEG NEG
SP-410 7-Nov-07 8 1.15 26 NEG NEG
SP-628 28-Nov-07 8 1.03 24 NEG NEG
SP-908 27-Nov-07 8 0.95 26 NEG NEG
SP-910 27-Nov-07 8 0.89 23 NEG NEG
SP-912 7-Nov-07 8 0.82 27 NEG NEG
SP-914 27-Nov-07 8 0.84 26 NEG NEG
SP-916 27-Nov-07 8 0.81 26 NEG NEG
SP-918 5-Nov-07 8 0.92 28 NEG NEG
SP-920 5-Nov-07 8 0.87 28 NEG NEG
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SP-922 27-Nov-07 8 0.86 24 NEG NEG
SP-924 5-Nov-07 8 0.62 28 NEG NEG
SP-926 27-Nov-07 8 0.84 26 NEG NEG
SP-928 5-Nov-07 8 0.92 28 NEG NEG
SP-930 5-Nov-07 8 1.04 28 NEG NEG
SP-932 5-Nov-07 8 0.64 26 NEG NEG
SP-936 6-Nov-07 8 0.81 25 NEG NEG
SP-950 20-Nov-07 8 0.76 26 NEG NEG
SP-952 20-Nov-07 8 0.91 26 NEG NEG
SP-974 6-Nov-07 8 0.72 26 NEG NEG
SP-820 27-Nov-07 9 0.92 27 NEG NEG
SP-835 1-Nov-07 9 1.47 28 NEG NEG
SP-840 20-Nov-07 9 1.37 25 NEG NEG
SP-845 1-Nov-07 9 1.19 27 NEG NEG
SP-852 27-Nov-07 9 0.64 24 NEG NEG
SP-854 6-Nov-07 9 0.95 29 NEG NEG
SP-856 20-Nov-07 9 1.02 27 NEG NEG
SP-858 26-Nov-07 9 1.26 23 NEG NEG
SP-860 5-Nov-07 9 1.04 25 NEG NEG
SP-862 27-Nov-07 9 0.98 24 NEG NEG
SP-863 26-Nov-07 9 0.98 23 NEG NEG
SP-892 27-Nov-07 9 0.94 26 NEG NEG
SP-902 27-Nov-07 9 0.67 24 NEG NEG
SP-904 1-Nov-07 9 1.86 26 NEG NEG
SP-906 7-Nov-07 9 1 28 NEG NEG
SP-940 26-Nov-07 9 1.12 24 NEG NEG
SP-942 5-Nov-07 9 1.01 30 NEG NEG
SP-944 26-Nov-07 9 0.91 27 NEG NEG
SP-946 5-Nov-07 9 1.11 27 NEG NEG
SP-948 20-Nov-07 9 1.23 24 NEG NEG
SP-954 27-Nov-07 9 0.74 24 NEG NEG
SP-956 27-Nov-07 9 0.84 27 NEG NEG
SP-958 20-Nov-07 9 1.01 29 NEG NEG
SP-938 20-Nov-07 10 0.98 28 NEG NEG
SP-960 26-Nov-07 10 1.07 24 NEG NEG
SP-962 26-Nov-07 10 0.81 23 NEG NEG
SP-964 5-Nov-07 10 1 28 NEG NEG
SP-966 26-Nov-07 10 1.15 27 NEG NEG
SP-972 5-Nov-07 10 1.03 29 NEG NEG
SP-978 5-Nov-07 10 1.03 28 NEG NEG
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SP-980 6-Nov-07 10 0.85 26 NEG NEG
SP-982 5-Nov-07 10 1.06 28 NEG NEG
SP-984 1-Nov-07 10 1.07 28 NEG NEG
SP-986 1-Nov-07 10 1.02 27 NEG NEG
SP-988 5-Nov-07 10 1.13 27 NEG NEG
SP-990 5-Nov-07 10 1.1 27 NEG NEG


