METER BOX SERVICE CONNECTION
SEE TUCSON WATER SD—309

1/4" PRESSURE REDUCING VALVE FOR SYSTEM
PRESSURES GREATER THAN 90 PSI

() EXISTING  WATER PIPE )

INJECTION POINT

(LOCATION PER PLANS)

AT LEAST 16—18" ABOVE

FINAL GRADE

70—-130 GAL. OR 200 GAL.
BLACK XLPE TANK, REFER TO

STD. SPEC. 1448
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EYEWASH AND SAFETY
SHOWER STATION, REFER
TO STD. SPEC. 1448.

CHEMICAL METERING PUMP
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STANDARD DETAIL
SODIUM HYPOCHLORITE
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LOUVER VENT——_]
(TYPICAL OF 2)

3/8” DIA. MOUNTING |

BOLTS, 12" 0.C.——=
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FRP ENCLOSURE

40"W X 60"H DOOR

12” X 12” LOUVER
(TYPICAL OF 2)
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SCALE: 1/2" = 1'=-0"
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SCHEDULE OF MATERIALS

(ALL ITEMS SPEARS SCHEDULE 80 PVC
UNLESS OTHERWISE NOTED)

1/2" TANK ADAPTER (BULKHEAD FITTING VITON SEAL)
1/2" UNION
1/2" TEE
1/2" TRUE—UNION BALL VALVE
1/2" SCHEDULE 40 CLEAR PVC PIPE
1/2" CAPPED PIPE SECTION — DRILL FOUR 1/4” DIA. VENT HOLES IN 22
PIPE AT 90 DEGREE ANGLES NEAR PIPE CAP
1/2" VACUUM BREAKER (PLAST—O—MATIC PART NO. VBMOS0V—PP) 19
1/2" MIP X 3/16 BARB 8
. 3/8" 0.D. X 1/4” MPT BLACK POLYPRO ELBOW
(PARKER  FAST-N—TITE PART NO. P6ME4), WITH 1/2" O—RING (PARKER
FAST-N—TITE PART NO. 80R) ON 1/4” MPT END, 5/16” 0.D. X 3/16" I.D.
TUBE SUPPORT (PARKER FAST—N—TITE PART NO. P5TS3), AND 1/4”
HALF—COUPLING. 12
200 GALION TANK: 3/8" O.D. X 1/4” FPT BLACK POLYPRO ELBOW
(PARKER  FAST-N—TITE PART NO. P6FE4), WITH 1/2" O—RING (PARKER
FAST-N—TITE PART NO. 80R) ON 1/4” NPT X 1" LONG NIPPLE
(CUSTOM—MACHINED), 5/16” 0.D. X 3/16” I.D. TUBE SUPPORT (PARKER
FAST-N—TITE PART NO. P5TS3), AND 1/4” HALF—COUPLING.
10. 1/4” 1.D. X 3/8" 0.D. INJECTION BACK PRESSURE VALVE ASSEMBLY
(PULSAFEEDER PART NO. 41713) (WITH CK & SEAT REMOVED)**
11. 3/8” I.D. X 1/2” 0.D. INJECTION BACK PRESSURE VALVE ASSEMBLY
(PULSAFEEDER PART NO. J41714)xx
12. 5/16” OD X 3/16" ID PVC TUBING (NALGENE)
13. 3/8” OD X 1/4” ID PVC TEFLON TUBING (CLEAR FLEX 70)x
14. 1/2” OD X 3/8”" ID PVC TEFLON TUBING (CLEAR FLEX 70)x
15. 3/8” OD X 1/4” ID PVC TEFLON TUBING (CLEAR FLEX 70)x
16. 1” QUICK DISCONNECT CAM OPERATED COUPLING, BLACK GLASS—FILLED
POLYPROPYLENE MPT X MALE COUPLER AND FEMALE CAP
17. B—LINE 1" CLAMPS, 2—EACH, (PART NO. BL1420) BOLTED TOGETHER WITH
1/4"—-20 X 3/8” SS MACHINE SCREW AND NUT.
18. BLACK CROSS—LINKED POLYETHYLENE SODIUM HYPOCHLORITE STORAGE
TANK. SEE PLANS FOR SIZE.
19. SODIUM HYPOCHLORITE CHEMICAL METERING PUMP WITH DE—GASSING HEAD
(PULSAFEDER SERIES E OR E PLUS, DEPENDING ON APPLICATION)
20. 1" TANK ADAPTER, VITON SEAL
21. 1/2” NPT X 1 1/2" LONG NIPPLE
22. 1/2" PVC THREADED Y—STRAINER (HAYWARD MODEL YS10050)
23. 1/2" TEE CPVC

* — SEE PLANS FOR SYSTEM PRESSURE.
»+ — REMOVE BALL AND SEAT FROM INJECTION BACK PRESSURE VALVES. ALL SEALS TO BE VITON OR TEFLON
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ISSUED: | STANDARD DETAIL | DETAL NoO.

6/97 SODIUM HYPOCHLORITE
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SEAL ANNULAR SPACE BETWEEN
2" PVC PIPE AND 1/2" O.D. PE
TUBING WITH POLYURETHANE FOAM
TO FORM WATER—-PROOF SEAL.

LINK—SEAL BETWEEN PIPE

BY CHEM—TAINER
* R6X18XXF (LID)
* R6X188A (TANK)

1/2" LONG NIPPLE /][

TO EXTEND THRU BOX

PLASTIC INJ. POINT 6
CONTAINMENT MFG.
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SLEEVE AND 2” PVC PIPE
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SCHEDULE OF MATERIALS

NoOohr~LDdS

8.
9.
10.
1.
12.
13.

3/4" PVC THREADED TRUE UNION BALL VALVE WITH VITON SEALS.

1/2” THREADED TEE, SCH. 80 CPVC

1/2" x 3/4" BUSHING, SCH. 80 CPVC

1/2” BACKCHECK VALVE ASSEMBLY (CHEMTECH #J41658 A52)

1/2" PVC THREADED BALL VALVE (SPEARS COMPACT)

1/2” NPT X 1 1/2” LONG NIPPLE, SCH. 80 CPVC

3/4" X 2" LONG NIPPLE AND 1/2" NPT X 1/2 PIPE DIAMETER PVC DIFFUSER.
MACHINE END OF DIFFUSER TO FIT WITHIN INTERNAL DIAMETER OF NIPPLE.
SOLVENT WELD DIFFUSER TO NIPPLE.

3/4" THRED—O-LET, BLACK STEEL, 300PSI, WELDED ONTO WATER SUPPLY PIP
1/2" 0.D. TEFLON TUBING (DISCHARGE)
11/2" PVC 90" X 12" RADIUS ELECTRICAL CONDUIT ELBOW

1 1/2” PVC SCH 80 PIPE
ALL PARTS SHALL BE SPEARS.
1 1/2" SCH. 40 COMPRESSION COUPLING
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