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NOTES:
1. Operator nut, valve nut extension, disc & collar & square socket shall all be

centered vertically over valve operator nut.

2. Valve nut extensions to be supplied by Tucson Water.
Valve nut extensions are in 2' increments starting at 2'.

3. Extensions over 12 feet need to have a stabilizer ring centered on the extension. It
should be 1/4" thick by 5-1/2" in diameter.

4, Valve nut extensions shall be of continuous length unless approved by the engineer.
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