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APPENDIX C

System Facilities and Capacities



Table C-1
Tucson Water Storage Facilities: Maximum Capacity

Storage Facility
Capacity

(million gallons)
Isolated System 

Capacity
Adjusted System 

Capacity
Major 

Facilities
22ND ST 20.02 20.02
CAMPBELL 1.91
CLEARWELL 29.93 29.93
CLEARWELL 28.10 28.10
CRAYCROFT 0.67
DANFORTH 9.94
DEVINE 20.47 20.47
DIAMOND BELL 1 0.03 0.03
E-024 0.10
E-025 0.34
ESCALANTE 10.08
F-001 0.03
F-003 0.01
HILLTOP 0.19 0.19
I-002_B 0.14 0.14
KOLB 22.42 22.42
LOS-REALES 5.33
MANZANITA 2.38
MARTIN 20.25 20.25
MURPHY D 16.18 16.18
NARANJA 4.05
OAKMONT 0.17
OASIS 15.22 15.22
PASEO TAMAYO 2.08
PASEO TAMAYO 2.08
PEPPERTREE 0.29
PLANT 9 0.46
RAUSHER 20.34 20.34
REDHAWK 2.23
S 12TH AVENUE A 2.21
S HOUGHTON (DIAMOND BELL) 0.97 0.97
SABINO ESTATES 5.00
SC-006 0.30
SC-035 0.04
SKYLINE BEL AIR 0.19
THORNYDALE 2.24
THUNDERHEAD 0.04 0.04
TRAILS END 2.01
VALENCIA STANDPIPE 0.62
VALLEY VIEW 15.13 15.13
W-001 0.01 0.01
W-004 0.14 0.14
WENTWORTH 7.49
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Table C-1
Tucson Water Storage Facilities: Maximum Capacity

Storage Facility
Capacity

(million gallons)
Isolated System 

Capacity
Adjusted System 

Capacity
Major 

Facilities
WILMOT BOOSTER 2.01
SHPS FOREBAY 5.00
CLEARWATER RENEWABLE RESO 8.50

     Total Maximum Capacity 287.34

         Less: Isolated Systems' Capacity 1.52

Adjusted Storage Facilities Total Maximum Capacity 285.82 208.06
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TABLE C-2
Tucson Water Supply Facilities: Maximum Capacity

Water Service Area
Number of 

Wells
Maximum Capacity 

(million gallons/day)

Number of Wells: 
Isolated 

Systems/TARP 1

Isolated 
Wells/TARP: 

Maximum Capacity
A1 20 15.3
B1 27 19.2
BW 8 9.6
C1 35 26.9
C6 1 1.1
D1 20 16.0
DF 1 0.9
E1 12 7.2
E2 3 2.0
F1 2 1.3
F2 1 0.4
G1 2 3.6
G2 4 4.7
G5 1 0.3 1 0.3
GF 1 0.1 1 0.1
GW 2 0.3 2 0.3
I2 2 1.4 2 1.4
I6 2 0.3 2 0.3
PF 1 0.6 1 0.6
SC 14 9.9
SS 3 2.0
TA 9 7.3 9 7.3
W1 2 0.8 2 0.8
WC 1 0.1 1 0.1
Y1 2 1.6
Y5 13 26.3
Z5 14 20.5
ZA 5 4.3

   Total 208 184.0
Less Isolated 12 3.8

Less TARP 9 7.3

Adjusted Total 1 187 172.9

  Additional Wells: 27.7

   Clearwater Facility 12 27.7

Final Adjusted Total 199 200.6
1 TARP: Tucson Airport trichloroethylene (TCE) Remediation Plant
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Pipe Velocity > 5 ft/second, of 4113 model 
pipe elements

Failure point: approx. 200 mgd

Figure C-1
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